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ABSTRACT 
Dynamic Modeling and Control of a Hybrid Hydronic Heating 
System 
Yiteng Ma 
A dynamic model of a hybrid hydronic heating system has been developed. Simulations 
of the control strategies and the model-based energy analysis for the overall system have 
been presented in this thesis. The hybrid hydronic system is composed of a conventional 
natural gas fired boiler hot water heating and a ground source heat pump system. The 
overall system consists of several components such as a boiler, a heat exchanger, a 
ground loop heat pump, a ground loop heat exchanger, baseboard heaters, and radiant 
floor hydraulic piping systems. The system model was described by nonlinear differential 
equations, which were programmed and solved using MATLAB. 
Two control strategies for improving the overall system performance were explored: (i) a 
conventional PI control, and (ii) an adaptive gain control. The simulation results subject 
to set-point changes showed that the performance of the adaptive controller is better than 
the fixed gain PI controller in disturbance rejection and stability. 
Energy simulations under three different operating strategies were conducted: (i) a 
conventional fixed set-point PI control, (ii) an outdoor air temperature reset control, and 
(iii) an optimal set-point PI control. It was shown that the outdoor temperature reset 
strategy can save 4.5% and 19.9% energy under cold day and mild day conditions 
compared to the conventional fixed set-point PI control strategy. In addition, the 
 iv 
implementation of the optimal PI control strategy result in higher energy savings 6.6% 
and 22% as compared to the base case under cold and mild day conditions, respectively. 
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Chapter 1 Introduction  
1.1 Introduction 
In recent days, energy efficiency and sustainability have dominated the research in the 
field of design and operation of HVAC systems. To this end, there is a growing 
awareness of the influence the building HVAC system operation on the energy 
consumption. Most of the heating, cooling, and ventilation systems have optimal range 
for satisfactory and economical operation subject to their capacity constraints. To a large 
extent, a single HVAC system may not be adequate to meet all requirements of a 
multi-functional building to perform in the most efficient and economical manner. 
Therefore, it is more appealing to use a decentralized hybrid system approach such that 
the overall integrated system can operate in a more efficiency way.  
In the past few decades, more environmental friendly way to achieve heating, cooling, 
and ventilation has been explored and emphasized in practical applications. Hence, 
systems that utilize geothermal, solar, wind, or other means of green energy, are 
increasingly popular in the context of broader awareness of sustainable building energy 
technologies.  
To this end, a hybrid hydronic space heating system for a multi-functional building is 
proposed in this thesis to maintain desired zone air temperatures, while minimizing the 
energy consumption. A ground loop heat pump system is integrated into an existing 




partially or completely supplied by the ground source heat pump system so that the boiler 
energy consumption can be minimized. The interactions of combined systems are 
examined and evaluated in terms of system performance and temperature control. 
1.2 The scope and objectives 
The main focus of this thesis is to develop dynamic models of a hybrid hydronic heating 
system, so that the system operation and control can be performed in a realistic and 
energy-efficient manner.  
The main objectives of the study are as follows: 
1) To design a hybrid hydronic heating system for a multi-functional building based on 
practical guidelines and steady state methods. 
2) To develop dynamic models for each system component, including a boiler, a heat 
exchanger, a ground loop heat pump, a ground loop heat exchanger, baseboard 
heaters, and radiant floor hydraulic piping systems. The dynamic models are used to 
analyze and simulate the system responses, under various operating conditions. 
3) To develop control strategies to maintain desired zone air temperatures, while 
improving the overall energy efficiency of the system. 
4) To obtain optimal set-points of the system by formulating and solving a 
multi-variable constraint optimization problem to minimize energy consumption.  
5) Conduct several energy simulations of the system under different control strategies to 




1.3 The thesis organization 
The thesis is organized into several chapters. In Chapter 2, a literature review is presented. 
In Chapter 3, the dynamic models of hybrid hybronic heating system are developed and 
the open loop simulation results are presented. In Chapter 4, control strategies, including 
a conventional PI control and an adaptive PI control, are developed. Simulation results 
are presented to show the performance and control strategies under variable load 
conditions. In Chapter 5, an energy based analysis for each operating strategy is 





Chapter 2 Literature Review 
2.1 Introduction 
A hybrid hydronic heating system consists of several components, such as a boiler, a heat 
exchanger, a ground loop heat pump, a ground loop heat exchanger, baseboard heaters, 
and piping systems. The modeling aspects of the system were studied by many 
researchers. A literature review of steady state and dynamic models will be given first. 
Also, the hydronic heating system operation, control strategies and controller design 
methods published in the literature are reviewed and presented in the following sections. 
2.2 Steady state and dynamic models of hybronic heating system 
2.2.1 Boiler and heater models 
Zaheer-uddin and Monastiriakos (1998) proposed a hydronic heating system model, 
which consisted of models for a boiler, baseboard terminal units, a domestic hot water 
heat exchanger and an environmental zone. Nonlinear coupled differential equations were 
utilized to develop the model. Simulation results were compared with the field measured 
data. It was shown that the designed controllers are able to maintain the boiler, zone and 
DHW temperatures close to their respective set-points when the space heating and DHW 
loads are subjected to step changes. A load tracking set-point control strategy was 
developed and validated and it was shown that the boiler temperature when regulated as a 




Liao and Parand (2002) developed a dynamic model of commercial hot water boilers that 
was integrated with other heating system component models for optimization of boiler 
control in central heating systems. The mathematical model included of six major 
components, a burner, a flame tunnel, an inner shell separating the flame and the water 
mass, a water channel where water is heated, an outer shell wrapped with an insulation 
layer. The dynamics of the inner shell, water node, outer shell, and the insulation layer 
were modeled and evaluated by the thermodynamic equations and energy conservation 
law. The results showed that the model can accurately simulate the dynamic performance 
of the targeted boilers. 
Li and Zaheer-uddin (2010) proposed a dynamic model of an indirect district heating 
(IDH) system. The dynamic model consists of sub-system models such as a boiler, a pipe 
network, a heat exchanger, terminal heaters and a zone model. The simulation results 
showed that the overall efficiency of the IDH system is 78.7% and it was also shown that 
the two highest heat loss components were the boiler heat losses (8.7%) and the 
secondary water makeup loss (6.1%) in the system. 
2.2.2 Heat pump models 
A number of heat pump models have been proposed by researchers over the years 
ranging from detailed deterministic models to simple curve-fit models. The detailed 
deterministic model usually requires numerous unavailable and uncertain inputs and a 




individual components. On the other hand, a curve-fit model treats the heat pump as a 
black box and the system performance curve is predicted by fitting a polynomial function 
to the performance data extracted from the manufactures’ catalog.  
Cecchini and Marchal (1991) proposed a computer program for simulating refrigeration 
and air-conditioning equipment performance. The simulation model was based on 
thermodynamic cycles and experimental data from equipment testing. Some of the 
parameters, such as saturation pressures in evaporator and condenser, superheating and 
subcooling, which are usually not available in manufactures’ catalogs, were also used 
from experimental data. 
Stefanuk et al. (1992) developed a superheat-controlled water-to-water heat pump model, 
which was derived from mass, energy, momentum balance as well as fundamental 
correlations of heat transfer. Parameters that describe the behavior of the individual 
components were assumed to be available for model prediction, such as the relationship 
among mass flow rate, input electrical power, evaporation temperature and the 
compressor discharge pressure, which are normally not available in the heat pump 
manufacturers’ catalogs. Results for the evaporating and condensing pressures, the heat 
transfer rates in the evaporator and the condenser, and the COP of the heat pump from the 
model predictions were compared with experimental measurements. Except for a few 




Jin and Spitler (2002) developed a parameter estimation based model for a water-to-water 
reciprocating vapor compression heat pump. The model was developed from the basic 
thermodynamic principles and heat transfer relations and it is suitable for use in building 
energy analysis and HVAC simulation programs. The model included several parameters 
that were estimated from manufactures’ catalog by applying a multi-variable curve-fit 
algorithm. The modeling and validation results showed that the physically based model 
representation of the heat pump aids in achieving a better match of the catalog data and as 
well as lends itself to some extrapolation beyond the catalog data. As compared to more 
detailed deterministic models, the estimated models do not require internally measured 
data which are usually unavailable.  
Tang (2003) developed a curve-fit water-to-water heat pump model in his thesis. The 
generalized least square method was applied to generate a set of performance coefficients 
from the catalog data at indicated reference conditions. The following variables that 
affected the heat pump performance were chosen: load side inlet water temperature, 
source side inlet water temperature, source side water flow rate and load side water flow 
























































































The validation results showed that the curve-fit water-to-water heat pump model 
performs adequately well compared to the catalog data with RMS error less than 7%, and 
it is more robust and requires less computation time than the parameter estimation model. 
2.2.3 Ground-coupled heat exchanger models 
The design and modeling of ground heat exchangers are complicated by a variety of 
factors such as geological formations and properties that affect thermal performance.  
The earliest approach to calculating the thermal transport around a heat exchange pipe in 
the ground is the Kelvin’s line-source theory (1882). It assumed that the ground is an 
infinite medium, and heat conduction process is one-dimensional because the length of 
the vertical ground heat exchanger is much greater than its diameter.  
Carslaw and Jaeger (1947) developed a cylindrical heat source solution for a constant 
heat transfer rate. In the cylindrical source model, the borehole is assumed as an infinite 
cylinder surrounded by homogeneous medium with constant properties. 
Ingersoll and Zobel (1954) proposed a steady-state heat transfer equation to predict the 
shorter term variations. The model is also referred to as a line source model, which 
assumes that heat transfer takes place from an infinite long line source or sink in an 
infinite medium. Kavanaugh (1985) adjusted the method to account for the U-bend 
arrangement and hourly heat rate variations. Other design modeling alternatives were 




Bernier et al. (2004) proposed a cylindrical heat source model for the vertical ground 
loop heat exchanger that aggregates heating or/and cooling loads and takes into account 
the thermal interactions among surrounding boreholes. This model was also referred to as 
multiple-load aggregation algorithm (MLAA). 
Daniel E. Fisher et al (2005) presented a ground source heat pump system model that is 
implemented in the whole building annual energy simulation program EnergyPlus. 
Simplified models of heat exchanger and expansion device components and a more 
detailed compressor model were proposed and validated. Multi-variable parameter 
estimation methods have been used to find model parameter values from manufacturers’ 
catalogue data. The results showed that the model is able to reproduce the manufactures’ 
catalogue data within a +/-10% error bound. Compared to deterministic and curve-fit 
models, it has the advantage that no detailed component data or measurements are 
required and the extrapolation over a wide range of operating conditions is feasible.  
Georgios Florides and Soteris Kalogirou (2007) did a review on ground heat exchangers 
regarding systems, models and their applications. Various system types were described 
and compared for their efficiencies, performance under different operating conditions, as 
well as the modeling metrologies.  
Yujin Nam, Ryozo Ooka, and Suckho Hwang (2008) developed a numerical model that 
combines a heat transport model with ground water flow and a heat exchanger model. 




building in Japan. Simulation results using the developed prediction model were 
compared with the experimental results, and a good match was reported. 
Bauer, Heidemann, and Diersch (2011) proposed a transient 3D analysis of a borehole 
heat exchanger model. The model was based on thermal resistance and capacity 
approaches, considering the transient effects of heat and mass transports inside the 
borehole. The model was used to conduct a three-dimensional numerical simulation of 
U-tube borehole heat exchangers. The results showed that the proposed model can 
provide accurate results while substantially reducing the number of nodes and the 
computation time. 
2.2.4 Radiant floor heating system models 
Radiant floor heating systems use pipes that are embedded into a concrete floor and thus 
the circulating hot water inside the pipes warms up the surrounding concrete structure, 
which, in turn, directly radiates heat into the space. Several benefits of radiant floor 
heating systems have been shown. Such systems give better thermal comfort, produce 
less noise, can operate with low-temperature water, and often use less energy than other 
types of heating systems. Furthermore, dust accumulation and stratification problems that 
may occur with air handling system and baseboard heating system are not problems with 
radiant floor heating.  
Due to the significant advantage over conventional heating systems, several researchers 




an experimental study to comparatively evaluate the performances of two different 
control schemes for the radiant floor heating systems. Those two control schemes are 
conventional on-off control and two parameter switching control (TPSC). The TPSC 
showed a better performance in controlling the indoor air temperature.  
Zaheer-uddin and Zhang (2002) developed a dynamic model and proposed two control 
strategies: a multistage on-off control and an augmented constant gain control (ACGC) 
for improving the temperature regulation of a radiant floor heating system. Simulation 
results showed that by staging the control action in multiple steps, the temperature 
regulation of RFH systems was significantly improved compared to the on-off control. 
The ACGC strategy eliminates the use of floor slab temperature sensor. Also, ACGC 
strategy showed better zone temperature control and robustness compared to the 
conventional proportional control. 
Sattari and Farhanieh (2006) presented a parametric study on radiant floor heating system 
performance. In their paper, the effects of design parameters, such as type of pipe, 
diameter, material, number of pipes, thickness, and the floor covering on performance of 
a typical radiant floor heating system were investigated using finite element modeling 
method. The simulation results showed that the type and thickness of the floor cover play 
a more crucial role than the number, type and diameter of pipes on the thermal 




Li (2010) developed a dynamic model for a radiant floor heating system which predicted 
the mean zone air temperature, the water temperature distribution, the temperature 
distribution in floor slab and slab surface temperature under design and off design 
conditions. By applying single zone and multi-zone analysis, the simulation results were 
presented to show that the maximum surface temperature difference in RFH system is 
about 4 o C, and, the maximum variation in air temperature in the zone can reach as much 
as 1.6 o C. The simulation results from the multi-zone model also showed that increasing 
the number of water tubes and increasing the water mass flow rate can compensate for 
the high heat loss rate in the zone. Different control strategies, such as conventional PI 
control, predictive control, and optimal control were developed and compared for 
improving the performance of RFH systems. The simulation results showed that the 
optimal PI control strategy not only has the best zone air temperature regulation, but also 
it has the greatest energy efficiency. It was showed that the predictive control strategy is 
easier to implement compared to optimal control strategy. 
Chae et al. (2011) investigated the thermal performance enhancement of the hydronic 
radiant floor heating system by exploring tube shape improvement. Both analytical and 
detailed CFD simulations were conducted to assess the impact of each tube design 
parameter. Other performance indicators, such as the floor surface temperature 
distribution, the return hot water temperature, and the actual heating supply requirement 




conditions. The conclusions drawn by the authors stated that radiant floor tube fin 
thickness, the number of fins, and the tube thermal conductivity refinements have 
significant influence on thermal performance enhancement. The heating energy 
consumption was significantly reduced by selecting suitable tube shape geometry.  
2.3 A review of control strategies for hydronic heating systems 
Zaheer-uddin (1993) proposed an adaptive control method for the design of temperature 
controllers for intelligent buildings. The linear models of the systems were used to design 
controllers for VAV-HVAC systems. It was shown that by a proper choice of the 
adaptation rate, the output response of the VAV system can be improved.  
Chen (2002) described an improved algorithm for generalized predictive control (GPC) 
and applied it to a radiant floor heating system in a full-scale outdoor test-room. The 
performance of the floor heating system controlled by on-off and PI controllers was also 
evaluated and compared with GPC control through computer simulations. The results 
demonstrated that the GPC controller was superior to the other two in terms of response 
speed, minimum offset and on-off cycling frequency. 
Singh et al (2000) proposed an adaptive control strategy for multivariable thermal 
processes in HVAC systems. A two zone fan-coil heating system is considered and 
simulated by using a nonlinear model. A multivariable adaptive controller based on linear 
quadratic regulator theory was designed. The simulation results showed that the adaptive 




and the maximum percentage overshoot in zone temperature was found to be within 
acceptable limits. The controller also showed robust control could handle unmodelled 
dynamics and system nonlinearities.  
Fatemeh et al (2011) studied unstable oscillatory behavior of the thermostatic radiator 
valves during the partial load operating conditions as they were designed for full load 
condition. To achieve a balance between stability and performance for radiator control, 
they presented a linear parameter varying model of the thermostatic radiator valve (TRV) 
as a function of operating flow rate, room temperature and the radiator specifications so 
that the TRV controller can be adaptive with the operating conditions. The simulation 
results showed that the designed controller based on the LPV model performed 
satisfactorily and remained stable in the whole operating conditions.  
From the literature review, it is noted that most systems are related to stand-alone HVAC 
systems. On the other hand, very little work has been done on the integration of multiple 
HVAC systems. Furthermore, much less work has been done on the integration of 
conventional hot water heating system and ground source heat pump systems. 
To this end, the major objective of this thesis is to model an integrated hot water and 
ground source heat pump system and to develop improved control strategies to optimize 





Chapter 3 Dynamic Models of Hybrid Hydronic Heating 
System 
3.1 Introduction 
In this chapter, dynamic models of a hybrid hydronic heating system are developed. 
Firstly, the system layout and the nodal arrangement of the model are described. Then, 
dynamic models are developed for each component, including zone air, building 
enclosure, baseboard heaters, radiant floor piping, ground source heat exchanger, heat 
pump, heat exchanger, and the boiler. Finally, open loop tests are conducted to show the 
dynamic response characteristics of the system at design condition. 
3.2 Physical model of the system 
As shown in Figure 3.2.1, a typical multi-functional two-storey building is considered in 
this thesis. The first floor and the second floor are used for commercial and residential 
application respectively. The commercial floor consists of four zones and it is designed to 
be served by baseboard heaters. The residential floor consists of four apartments, and 






Figure 3.2.1 Commercial and residential floor layout 
 
The schematic diagrams of two systems are shown in Figure 3.2.2 and Figure 3.2.3, 
respectively. The base case system is a conventional all boiler system that all the hot 
water supply is from the boiler located in a central plant. High temperature water can be 
used directly to heat up the commercial floor by circulating hot water through the 
baseboard heater units. For residential zones where lower temperature water is required 
for the radiant floor heating (RFH), a heat exchanger is applied to regulate the supply 




However, to use high-quality heat (boiler source) for low-quality energy demand system 
(radiant floor space heating) is not desirable because of the low exergy efficiency. 
Therefore, to upgrade and make the system sustainable, it is proposed to add a 
ground-source heat pump system to the conventional hot water boiler heating system. 
Thus the overall system is a hybrid hydronic heating system which is flexible to provide 
high temperature and medium temperature hot water as needed in the baseboard and RFH 
systems respectively. As such, low temperature water can be supplied, partially or 
completely, by the suitable sources at desirable quality levels. 
The schematic layout of the above two systems are shown in Figure 3.2.2 and Figure 
3.2.3, respectively. 
 
Figure 3.2.2 All boiler heating system layout 
 
Figure 3.2.2 represents a conventional all boiler heating system. The boiler is located in a 





Figure 3.2.3 Hybrid hydronic heating system layout 
 
The system design and equipment selection consist of (1) heating load estimation, (2) 
radiant floor heating system sizing, (3) Baseboard heater sizing, (4) Ground loop heat 
exchanger sizing, (4) Heat pump selection, (5) Heat exchanger sizing, and (6) Boiler 
selection. Steady sate design method was used to determine the design capacity. The 
summary of calculations is presented in Appendix-A. 
3.3 The formulation of a dynamic model 
3.3.1 Commercial zone model 
Figure 3.3.1 shows a schematic diagram of the piping system and the baseboards installed 




model, an energy balance approach was used. The equations 3.1 to 3.4 describe the 
model. 
These equations state that the net energy stored in the zone air is equal to the heat output 
from the baseboard heater units, the solar radiation and the internal heat gain minus the 
heat losses from the building enclosure and infiltration. 
Note that there are four commercial zones and the zone temperatures are identified by 
Tzc1, Tzc2, Tzc3, Tzc4, respectively. 
 
















































































































dwcwcwc mum 111                 (3.5)
 
dwcwcwc mum 222                 (3.6)
 
dwcwcwc mum 333                 (3.7)
 
dwcwcwc mum 444                 (3.8) 
3.3.2 Building enclosure model 
A sectional view of the wall assembly is shown in Figure 3.3.2, and a wall temperature 
model was derived. The wall assembly consists of a 100 mm face brick, an air gap, a 100 






Figure 3.3.2 Structure of exterior wall  
 
To simplify the model, uniform temperature in the wall assembly is used for the heat 
transfer analysis. Therefore, the heat transfer process through the wall section can be 
simply considered as one-dimensional problem. Two nodes are used for the heat transfer 
analysis: one is located in the outside brick layer, and the other is located on the exterior 
surface. Based on the energy conservation analysis at each node, the temperature 


















2              (3.10) 




3.3.3 Baseboard heater model 
By applying the energy balance principle, an equation describing heat transfer processes 
in the heater was developed. The models are described by equations 3.11 to 3.18. 
The following equations state that the net energy stored in the water inside of the heater 
tube in each zone is equal to the heat supplied from the hot water minus the heat emission 















































































































































































































           (3.21) 
3.3.4 Residential zone model 
Figure 3.3.3 shows a schematic diagram of the RFH system installed in each of the four 
residential zones of the building. A model for predicting the zone air temperature of each 
zone was formulated by assuming that the zone air temperature is uniformly distributed 
throughout the zone. Equations 3.22 to 3.25 state that the net energy stored in the zone air 
is equal to the heat output from the radiant floor panel, the solar radiation and the internal 
heat gain minus the heat losses from the building enclosure and infiltration. 











































































































































































































3.3.5 Floor slab model 
The plan view of the radiant floor heating panel is shown in the Figure 3.3.4. Since the 
specific heat of water is higher than that of the concrete, the temperature gradient in the 
direction of the hot water pipes is negligible compared to that in the direction 
perpendicular to the RFH pipes. Also, as the hot water pipes are equally spaced, it can be 
assumed that the same unit section is symmetrically repeating. 
 
Figure 3.3.4 Plan view of embedded tube 
 
A typical floor slab structure is shown in Figure 3.3.5. The heat transfer from the water 
circulated in the radiant floor piping to the slab surface is considered as two-dimensional 
heat flow: horizontal heat flux from the water node to the nearby concrete nodes, and 
vertical heat flux from water node as well as the concrete nodes in the tube layer to the 
upper layer. It is also assumed that the concrete nodes on both sides of each tube node are 





Figure 3.3.5 Structure of floor slab 
 
1. Water node 









C    (3.33)
 
2. Concrete node horizontally from the tube 











C        (3.34)
 
3. Concrete node on top of each tube 










C   





4. Concrete node on top of each concrete node horizontally from the tube 
The equation describing the concrete node temperature on top of each concrete node 










C   
                   (3.36)
 
5. Floor covering node on top of each tube 
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6. Floor covering node on top of each concrete node horizontally from the tube 
The equation describing the floor covering node temperature on top of each concrete 










C   
                   (3.38)
 
7. Floor surface node on top of each tube 




















TT            (3.39)
 
8. Floor surface node on top of each concrete node horizontally from the tube 
The equation describing the floor surface node temperature on top of concrete node 
















TT            (3.40)
 






enispenir TTAFq         (3.41)
 
31.1
,11,1 )(17.2 zisic TTAq               (3.42) 
10. Heat transfer due to radiation and convection from the floor surface on top of each 
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,2,2,1,1, )(            (3.45) 
The properties of the materials in the radiant floor system and the symbols used in the 





Symbol Description Value or formula 
dflocflo [J/(m
3 o C)] Density*specific heat capacity 
of floor covering material 
8400 
dconccon [J/(m
3 o C)] Density*specific heat capacity 
of slab concrete 
1.8*106 
Prw [-] Prandtl number of the water 4.34 
νw [m
2s-1] Kinematic viscosity of water 0.658*10-6 
kw [W/(m




 o C)] Thermal conductivity of the 
tube 
0.38 









Nuw [-] Nusselt number of the water if Rew < 2300 
36.4wNu  
else if Rew >= 2300 & Rew < 10000 


















else Rew >= 10000 
3.08.0 PrRe023.0 wwwNu   
Rcond,t [


















o C/W] Thermal resistance between 












o C/W] Thermal resistance between the 
tube wall and the concrete 


















o C/W] Thermal resistance between the 
water and the concrete node 
horizontally from the water 
node 
htccondtcondwconvhwccond RRRR ,,,,,,   
Rcond,wc,v [
o C/W] Thermal resistance between the 
water and the concrete node 
vertically from the water node 
vtccondtcondwconvhwccond RRRR ,,,,,,   
Ucond,wc,h [W/
 o C] Thermal conductance between 
the water and the concrete 










 o C] Thermal conductance between 
the water and the concrete 










o C/W] Thermal resistance between the 
concrete node in the tube layer 
and the concrete node in the 














o C/W] Thermal resistance between the 
concrete node in the tube layer 
and the concrete node in the 














 o C] Thermal conductance between 
the concrete node in the tube 
layer and the concrete node in 









 o C] Thermal conductance between 
the concrete node in the tube 
layer and the concrete node in 










o C/W] Thermal resistance between the 
concrete node on top of the 






















o C/W] Thermal resistance between the 
concrete node on top of each 
concrete node in the tube layer 




























 o C] Thermal conductance between 
the concrete node on top of the 










 o C] Thermal conductance between 
the concrete node on top of 
each concrete node in the tube 










o C/W] Thermal resistance between the 













 o C] Thermal conductance between 










o C/W] Thermal resistance between the 
floor covering node in the tube 















o C/W] Thermal resistance between the 
floor covering node on top of 
















 o C] Thermal conductance between 
the floor covering node in the 











 o C] Thermal conductance between 
the floor covering node on top 
of the concrete node and the 












Thermal capacitance of the 
water inside the radiant floor 














Thermal capacitance of the 
concrete node horizontally 


















o C] Thermal capacitance of the 
concrete node vertically from 















o C] Thermal capacitance of the 
concrete node on top of each 
concrete node in the tube layer 


















o C] Thermal capacitance of the 
floor covering node on top of 
the tube for each control 
volume
 
floflocroflo cdLtdC  ,1
 
Cflo2 [J/
o C] Thermal capacitance of the 
floor covering node on top of 














Table 3.1 Physical properties and operating conditions of the radiant floor heating system 
3.3.6 Ground loop heat exchanger model 
A three-dimensional numerical simulation model for U-tube borehole heat exchanger is 
presented. The transient effects of heat transports inside the ground coupled heat 
exchanger are considered by analyzing each thermal capacity of borehole components: 





Figure 3.3.6 Thermal network analysis for the ground loop heat exchanger describing 
heat and mass transport processes in a vertical direction 
 





1. Fluid node inside the tube 
The heat and mass transports inside the U-tube are considered by the force convection 
from the moving fluid, and the conduction from/to the connected grout node. In the 
meantime, the conduction between fluid nodes is also considered since slow water mass 
flow rate inside the tube is considered. While moving along the tubes, the grout nodes 
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The symbols used in the equations are described in the nomenclature.  
2. Grout node 
In each layer, the grout nodes are connected to each other, to the borehole wall, and to the 



































































                   (3.49) 
3. Grout wall node 
The borehole wall nodes are considered as nodes without volume. Therefore, a 











            (3.50) 
4. Soil node 
The soil layer is divided as 5 sub-layers, and the end nodes connected with the last soil 
layer nodes are considered as the undisturbed ground temperature. The heat transfer 
among soil nodes occur by heat conduction. Since the heat transport in the soil is always 
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The parameters of the ground loop model and equations used to determine the parameters 
are described in the following Table 3.2. 
   
Symbol Description Value or formula 







 o C)] Thermal conductivity of the 
ground loop fluid 
0.568 
Af [m







A    




2s-1] Kinematic viscosity of ground 
loop fluid 
1.535*10-6 










Nufluid [-] Nusselt number of the ground 
loop fluid 
if Refluid < 2300 
36.4fluidNu  
else if Refluid >= 2300 & Refluid < 10000 





















else Refluid >= 10000 
3.08.0 PrRe023.0 fluidfluidfluidNu   
Cfluid [J/
 o C] Thermal capacitance of the fluid 
node
 
wwffluid cddzAC   
kg [W/(m








































 o C)] Thermal conductivity of the soil 2.2 
dscs [J/(m












LA    
As2 [m
2] Cross-sectional area of the soil 
node 2 
22
2 )2( xxxxs LLA    
As3 [m
2] Cross-sectional area of the soil 
node 3 
22
3 )2()3( xxxxs LLA    
As4 [m
2] Cross-sectional area of the soil 
node 4 
22
4 )3()4( xxxxs LLA    
As5 [m
2] Cross-sectional area of the soil 
node 5 
22
5 )4()5( xxxxs LLA    
Csoil1 [J/












1,   
Csoil2 [J/
 o C] Thermal capacitance of the soil 
node 2
 
ssxxxxsoil cddzLLC  ))2((
22





 o C] Thermal capacitance of the soil 
node 3
 
ssxxxxsoil cddzLLC  ))2()3((
22
3,   
Csoil4 [J/
 o C] Thermal capacitance of the soil 
node 4
 
ssxxxxsoil cddzLLC  ))3()4((
22
4,   
Csoil5 [J/
 o C] Thermal capacitance of the soil 
node 5
 
ssxxxxsoil cddzLLC  ))4()5((
22
5,   
Rconv [mK W
-1] Thermal resistance between 










 o C)] Thermal conductivity of the pipe 0.38 
Rcond,1 [m

















 o C/W] Thermal resistance between the 
tube wall and the grout zone ggcond
RLR 2,  
Rfg [m
 o C/W] Thermal resistance between the 
fluid in the pipes and the grout 
zones 
2,1, condcondconvfg RRRR   
Rg [m
 o C/W] Thermal resistance between the 
outer wall of one tube and the 
borehole wall gaining from 
two-dimensional heat 





























 o C/W] Thermal resistance between the 






















Lg [-] The value Lg determines how the 
thermal resistance between the 
outer wall of one tube and the 




























 o C/W] Thermal resistance between the 
grout zones and the borehole 
wall 


















 o C/W] Thermal resistance between the 






















 o C/W] Thermal resistance between soil 




















 o C/W] Thermal resistance between soil 




















 o C/W] Thermal resistance between soil 




















 o C/W] Thermal resistance between soil 



















Table 3.2 Geometrical data, physical properties and operating conditions of the ground 
loop heat exchanger 
 
3.3.7 Heat pump model 
A water-to-water heat pump is modeled based on its two major components: evaporator 
and condenser, and an equation-fit COP model is utilized to connect the two. The energy 
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C           (3.57)
 
3. COP model (R410a refrigerant) 
The COP model is based on the polynomial curve-fit to the manufacture’s data. The data 

















                   (3.59) 
3.3.8 Heat exchanger model 
1. Return water nodes of the primary side: 
Equation 3.60 describes the rate of heat stored in the primary side of is equal to the heat 









1            (3.60) 
2. Supply water nodes of the secondary side: 
The rate of heat stored in the secondary side is equal to the heat input from the primary 










C             (3.61) 
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The rate of heat transferred is determined from: 
LMTDAUq exexex                 (3.63) 
3.3.9 Boiler model 
A gas-fired condensing boiler is used in this study. The temperature of supply water of 
boiler is a function of the capacity of the boiler, the efficiency of boiler, mass flow rate of 
supply-return water and the rate of fuel consumption. The boiler efficiency is calculated 
by using the equation given in Li et al (2010). The energy balance equation of the boiler 







C           (3.64)
 










               (3.65) 
3.3.10 Heat losses from the water distribution pipe network 
The heat losses from the water distribution loop are evaluated based on the boiler supply 




the insulation property and the total length of pipe. The pipe segments that contribute to 
the pipe heat losses are: from the boiler to the commercial zone supply; from the 
commercial zone to the boiler return; from the boiler to the heat exchanger supply; and 
from the heat exchanger to the boiler return. It is assumed that the heat pump unit and the 
heat exchanger are located inside the building. Therefore, the pipe heat losses from the 
ground source heat exchanger, heat pump and heat exchanger are ignored. 
3.4 Open loop simulations of the system 
All the component models described earlier in sections 3.1 to 3.3 were integrated to 
develop an overall hybrid hydronic heating system model. The model equations were 
solved using MATLAB. Open loop simulation runs were made to study the dynamic 
responses of the system. The open loop test results for the design condition are depicted 





Figure 3.4.1 System open loop test at design condition (-15 o C outside air temperature) 
 
The temperature responses at design condition are depicted in Figure 3.4.1. The system 
was started from arbitrary initial conditions. As shown in the figure, the boiler and the 
heat exchanger supply temperatures reach nearly steady state in 2 hours and 7 hours, 
respectively, at their design loads, and the response time is affected by the thermal 
capacity of components and the loads acting on the system. For the residential zone 1a 
and commercial zone 1, the response times are 8 hours and 2 hours, respectively, which 
are indicative of the higher thermal mass of the radiant floor heating system than the 




heating loads but due to thermal dynamic effect of the heat pump loop interacting with 
the ground loop. A ten day responses of the overall system were simulated and the results 
are depicted in Figure 3.4.2. 
 
Figure 3.4.2 System open loop test for the heat pump temperature responses at design 
condition (-15 o C outside air temperature) 
 
By comparing Figure 3.4.1 and 3.4.2, it can be noted that the boiler and zone temperature 
responses reach steady state much faster than heat pump loop temperatures. This is due to 
the effect of ground loop thermal interactions while the boiler and zone temperatures 




temperature responses exhibit much slower variations that reflect large thermal capacity 
effect of the ground loop. 
In order to improve the energy efficiency of the overall system, it would be important to 
reset the boiler supply water temperature and the supply water from the heat exchanger as 
a function of loads. To study this aspect, simulation runs were made to determine the 
functional relationship between boiler water temperature and the outdoor air temperature. 
Likewise, the heat exchanger supply water temperature as a function of outdoor air 
temperature was examined. The results are depicted in Figure 3.4.3. In this simulation, 
the outside air temperature was varied from the design condition at -15 o C to the partial 
load condition at -5 o C, and the corresponding boiler supply water temperature and the 
heat exchanger supply water temperature were determined. 
As shown in Figure 3.4.3, the boiler temperature decreased from 87 o C to 72 o C when 
the system loads changed from full load to partial load condition. Similarly, it can be 
stated that the heat exchanger supply water temperature can be regulated between 45 o C 
to 39 o C to meet the zone loads of the residential building while the outdoor temperature 





Figure 3.4.3 Supply water temperature of boiler and heat exchanger under different 
outside air temperature 
 
The entering source water temperature is one of the most important factors to determine 
the efficiency of a heat pump. To this end, open loop simulation runs were also made to 
study the impact of entering ground loop water temperature on the COP of the heat pump. 
The entering source temperature (EST) is related to the temperature of the ground where 
the ground loop is installed. In terms of space heating application, a higher soil 
temperature will provide a higher EST and a more efficient heat pump operation. The 











Chapter 4 Proportional-Integral and Adaptive Control of 
Hybrid Hydronic Heating System 
4.1 Introduction 
In this chapter, the design and tuning of feedback controllers are explored and the 
responses of the system subject to disturbances are investigated. The objective is to 
improve the regulation performance of the control loops of the overall hybrid hydronic 
heating system. Figure 4.1.1 shows the schematic diagram of a hybrid source hot water 
heating system supplying space heating via boiler and ground loop heat pump. Also, 
shown in Figure 4.1.1 are the feedback control loops. There are five loops in the system: 
(1) boiler control loop (Figure 4.1.2), which controls the boiler fuel supply to maintain 
the boiler supply water temperature at its set-point; (2) heat exchanger control loop 
(Figure 4.1.3), which controls the secondary side supply water temperature through the 
regulation of the primary side water temperature; (3) Heat pump loop (Figure 4.1.4), 
which controls the condenser side supply water temperature through the compressor 
power regulation; (4) Commercial zone water loop (Figure 4.1.5), which regulates the 
water flow rate according to zone air temperature change via a two way zone valve; and 
(5) Residential zone water loop (Figure 4.1.6), which regulates the supply water flow rate 
by a three way mixing valve.  
The application of two types of control schemes was examined: a conventional fixed gain 





Figure 4.1.1 Schematic diagram of hybrid source hydronic heating system control loop 
for space heating 
 
 





Figure 4.1.3 Heat exchanger control loop 
 
 






Figure 4.1.5 Commercial zone control loop 




4.2 The effects of load disturbances on the residential and commercial zones 
The zone temperatures are affected by several disturbances such as the outdoor 
temperature, the thermal dynamic effects of incident or transmitted solar radiation, as 
well as the internal heat gain. The changes in initial conditions of the model itself can 
also lead to variations in zone temperature. These disturbances could occur concurrently 
or in several combinations. Note that most of the HVAC systems are designed at the peak 
load condition. As such the effects of solar heat gain and internal heat gain are not 
considered at the design stage. In practice, however, the buildings operate under variable 
load conditions which are much less than the design load conditions. To maintain zone 
temperatures at desired set-points under such conditions, proper design and selection of 
the control system is critical to maintain desirable zone air condition and to avoid 
unnecessary energy waste.  
To carry out the simulation runs, a sinusoidal profile for the outdoor air temperature is 
assumed, with the mean air temperature -10 o C and an amplitude 10 o C. The hourly data 
of solar radiation is considered in both the incident and transmitted form and was 
modeled by using Hottel’s clear sky model. The daily outdoor air temperature profile is 





Figure 4.2.1 Outdoor air temperature profile 
 
By applying the above outdoor air temperature profile, the temperature responses of the 
commercial and residential zones without control were simulated. The results are shown 
in Figure 4.2.2.  
 




As shown in Figure 4.2.2, the residential zone air temperature fluctuates between 24 o C 
and 30 o C, and the commercial zone air temperature fluctuates between 21 o C and 30 o C 
without control. These fluctuations will be amplified if the solar radiation and internal 
heat gain are also included in the simulation. The results demonstrate that it would be 
reasonable to expect up to 10 o C temperature fluctuations in buildings when no control is 
applied when the system operates under a typical day load conditions. 
4.3 Fixed gain PI control of zone air temperatures 
A fixed gain PI control strategy for zone temperature control in both residential and 
commercial zones was studied. A well-tuned PI controller can provide satisfactory 
temperature regulation performance of the hydronic heating system.  
The PI control algorithm can be described as:  
dttetKtetKtU ip )()()()()(               (4.1) 
where e (t) = Tset – Tpv, Kp (t) is the proportional gain, Ki (t) is the integral gain, Tset is the 
set-point temperature, Tpv is the present value, and U (t) is the control signal. 
In the simulations, the set-point temperatures for the residential and commercial zones 
were assumed to be 21 o C and 20 o C, respectively. The set-point water temperatures for 
the boiler supply is 88.7 o C, and for the residential and commercial zones are 45 o C. 
Temperature responses subject to outside air temperature changes, solar heat flux and 
internal heat gains for the residential and commercial zones are depicted in Figure 4.3.1. 




following set of controller gains kp1a = 2.0, ki1a = 0.0022, kp1 = 0.8, ki1 = 0.05 gave 
acceptable set-point tracking responses. 
 
Figure 4.3.1 Validation of the constant gain values of PI controllers for the residential and 
commercial zone temperature control 
 
The simulation results depicted in Figure 4.3.1 (a) and (b) show that the set-point 
temperatures for both residential and commercial zones can be maintained, but more 
noticeable oscillations were found in the residential zone. This is due to the fact that the 
residential RFH system has significantly higher thermal capacity as such the initial 




control input changes of the RFH system also contributes to this sluggish response. 
Furthermore, due to the fact that the PI controller was designed and tuned based in the 
most critical operation point, the responses under partial load conditions show noticeable 
fluctuations. To this end, an adaptive control scheme is proposed to improve the 
controller performance.  
4.4 Simulation results for the adaptive PI control 
A well-tuned fixed gain PI controller can provide good disturbance rejection, such as due 
to changes in initial conditions and ambient air temperature, as well as the thermal 
dynamic effects of absorbed solar radiation fluxes. Nevertheless, due to nonlinear 
dynamics of the system and unknown external disturbances, reliance on fixed gain PI 
controller to achieve good temperature control remains a challenging problem. To this 
end, an adaptive controller has been designed and implemented to improve control 
performance of the system. Instead of using trial-and-error approach to find the gains, the 
adaptive PI control considers both input and output to define and update the gains. 
The adaptive gain PI control algorithm was described as:  
)()()()()()( oomoaiap TTkdttetKtetKtU            (4.2) 















az is the zone heat loss coefficient, Tspr and Tw,i are the supply and return water 
temperature of the zone, Tzri and To are the zone air temperature and outside air 
temperature.  
Kai(t) is the adaptive integral gain which is reset when the error build up exceeds large 
value. When the controller is settled and the present value is close to the set-point, an 
adaptive gain Kai(t) is applied to eliminate the steady-state error. A preview action term 
ko(Tom – To) is also included in the adaptive control algorithm, where ko is the predictive 
gain of the outside air temperature, Tom is the mean ambient air temperature, and To is the 






Figure 4.4.1 Responses of the adaptive PI controllers for the residential and commercial 
zones temperature control 
 
The responses of the adaptively controlled system are shown in Figure 4.4.1. Compared 
with the constant gain PI controller performance (Figure 4.3.1) under same operating 
conditions, the adaptive PI control shows better disturbance rejection and higher stability 
(Figure 4.4.1).  
Moreover, when a sudden step change is applied, such as an increase or decrease in 
set-point temperature of the zone, the controller responds in a stable and smooth manner 




temperature profiles (one ranging between -15 o C and -5 o C to simulate a cold-day; and 
the other ranging from -5 o C to 5 o C, representing a mild winter day condition) were 
applied for this analysis. Zone temperature set-points in buildings were assumed to be 19 
o C during the first 10 hours, and set forward to 21 o C for the remainder of the day.  
 
 
Figure 4.4.2 Comparison of controller responses with adaptive control (a-b) and fixed 
gain control (c-d) for the residential zone subject to step change in 2 o C and a outside air 






Figure 4.4.3 Comparison of controller responses with adaptive control (a-b) and fixed 
gain control (c-d) for the residential zone subject to step change in 2 o C and a outside air 
temperature profile from -5 o C to 5 o C 
 
The manner in which the adaptive controller brings the zone temperatures from a lower 
set-point to a higher set-point is depicted in Figure 4.4.1 (a), (b) and Figure 4.4.2 (a), (b) 
for two cases with different outdoor air temperature profiles. Also shown in Figure 4.4.2 
(c) (d) and Figure 4.4.2 (c) (d) are the responses obtained from the fixed gain controller. 
Due to the fact that the controller is designed and tuned for high load condition, under  
low load conditions when outside air temperature is higher and and/or zone set-point 




dynamics of the systems. A remedy to this problem is to make the controller adaptive 
with the operating conditions so that during the whole operating range, stable and fast 
temperature responses of the zone air can be achieved 
The responses presented in Figure 4.4.2 and 4.4.3 show that the adaptive controller 
performance is better than the fixed gain PI controller and responds to change in set-point 
smoothly.  
The adaptive control strategy was further implemented into other control loops, such as 
the boiler loop, the heat exchanger loop, and the heat pump loop. The performance 






Figure 4.4.4 Temperature responses of the boiler, heat exchanger, and heat pump control 
loops for adaptive control 
 
Figure 4.4.4 shows the adaptive control responses of the boiler temperature, heat 
exchanger temperature and the return water temperature through the heat pump loop 
corresponding to a typical day simulation result. As can be noted, the controller is 






Chapter 5 Control Strategies for Improved Energy Efficiency 
of Hybrid Hydronic Heating System 
5.1 Introduction 
Several control strategies were investigated to improve the energy efficiency of the 
hybrid hydronic heating system. Energy simulations runs were conducted under different 
operating conditions. A conventional fixed set-point PI control was used as the base case 
control strategy. In this case, supply water temperatures of boiler, heat pump and heat 
exchanger are pre-determined and kept constant according to the historical performance 
data. Also, an outdoor reset control strategy was developed in a way that the rate of heat 
delivery to the building can be adjusted to match the building heat losses. Finally, an 
optimal set-point control strategy is proposed to minimize the overall energy 
consumption of the system while maintaining desirable zone air temperature. 
5.2 Conventional fixed set-point control strategy 
A conventional fixed set-point PI control strategy is presented as the base case. Here, the 
supply water temperatures of boiler, heat pump and heat exchanger are pre-determined 
and kept constant. The set-point temperature of boiler supply is 88.7 o C, and the supply 
temperatures for both heat exchanger and heat pump were set at 45 o C. The set-point 




conditions, the zone temperature responses and control valve responses are shown in 
Figure 5.2.1. 
 







Figure 5.2.2 Output responses of boiler and heat exchanger (fixed set-point control 
strategy) 
 
The results show that a well tuned PI controller can maintain zone and boiler 
temperatures at their respective set-point in the presence of disturbances acting on the 
system. 
5.3 Outside air temperature reset control strategy 
An outside air temperature reset control strategy is developed to continually adjust the 
rate of heat delivery to the zone to match the zone heat loads. To simplify the control 
process, same set-point temperatures for the heat exchanger and the heat pump supply 
were applied in this simulation. A series of open loop tests were conducted to determine 
the target set-point water temperature as a function of the outside air temperature. Figure 
5.3.1 shows the change of the supply water temperature set-point as a function of the 










Figure 5.3.2 Output responses of residential and commercial zone (outside air 
temperature reset control strategy) 
 





The outside air temperature is used as the basis for determining an ideal “target” water 
temperature to be supplied to the system’s heat emitters. As shown in Figure 5.3.2 (a) and 
(b), both the residential and commercial zones can be maintained at desirable set-points.  
It can be noted from Figure 5.3.3 (a) that the boiler temperature is reset throughout the 
day as a function of outside air temperature. Compared to fixed set-point temperature 
control strategy (Figure 5.2.2 a), the boiler temperature in the reset control strategy 
remains lower. 
5.4 Optimal set-point control strategy 
In order to obtain optimal set-points for the boiler, heat exchanger, and heat pump supply 
water temperatures, an optimization problem was formulated and solved.  
A multi-variable constraint optimization technique for energy optimized operation was 
applied to determine the steady state optimal set-point temperature. The set-point supply 
water temperature of boiler, heat exchanger, and heat pump were determined by using a 
simplified aggregated system model with 25 steady state equations. The aggregated 
model was compared with the full-order model developed in Chapter 3.  
The objective function to be minimized was set up based on three main considerations: (1) 
the energy input to the boiler and to the heat pump compressor are to be minimized, (2) 
the zone air temperature should be always maintained close to the set-point, and (3) the 
upper and lower bounds for each parameter should not be exceeded. To this end, the 
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The simplified aggregate model equations, expressed as steady state constraints are 













                   (5.2) 
)()(2)( ,2,,,,,1,,,,,,, aggcaggreraggvwccondaggcaggreragghwccondaggreraggspraggwrw TTUTTUTTmc 
 
)()(2 ,3,2,,,,1,,,, aggcaggcaggvcccondaggcaggreragghwccond TTUTTU        (5.3) 
)()(2)( ,1,21,,,,3,2,,,,2,,,, aggfloaggcaggvcflocondaggcaggcagghcccondaggcaggreraggvwccond TTUTTUTTU 
                   (5.4) 
)()(2)( ,3,1,,,,3,2,,,,2,32,,, aggcaggcaggvcccondaggcaggcagghcccondaggfloaggcaggvcflocond TTUTTUTTU   
                   (5.5) 
)()(2)( ,1,1,,,,2,1,,,,1,21,,, aggsaggfloaggvflocondaggfloaggfloagghflocondaggfloaggcaggvcflocond TTUTTUTTU 
                   (5.6) 
)()(2)( ,2,32,,,,2,1,,,,2,22,,, aggfloaggcaggvcflocondaggfloaggfloagghflocondaggsaggfloaggvflocond TTUTTUTTU 

























































()(      (5.11) 
)( ,1,,1 aggreaggmixaggpwwex TTmcq              (5.12) 
exaggrlaggspraggwrw qTTmc  )( ,,,             (5.13) 




























        (5.16) 
)1()TT( aggrs,aggrg,,  COPEUcm comcomwaggwg          (5.17) 






























                   (5.20)
 













           (5.22) 




)()( ,11,,1,1 gaggrelossaggexreaggrewaggpw TTUTTcm          (5.24) 
)()( ,2,,, gaggblossaggspcaggbwaggwc TTUTTcm           (5.25) 
)()( ,2,,, gaggreclossaggrcaggrecwaggwc TTUTTcm           (5.26) 
 
 
Figure 5.4.1 Comparison between the simplified aggregated model and the detailed full 
order model 
 
The open loop tests for both simplified aggregated model and detailed full order model 




for the boiler, heat exchanger, residential zone, and commercial zone for both cases were 
plotted. It can be noted that the errors between the two models is not very significant. 
The optimization problem was solved by utilizing the fmincon (J) function in MATLAB. 
The sensitivity of optimal set-points of boiler, heat exchanger and heat pump to the 
outside air temperature were studied and shown in Figure 5.4.2. 
 
Figure 5.4.2 Optimal set-point temperature profile for boiler, heat exchanger and heat 
pump 
 
The above figure shows the optimal set-point of boiler, heat exchanger and heat pump, as 




decrease as the outside air temperature increases. The above optimal set-point 
temperature were implemented on the system by conducting a typical day simulation. 
The results are depicted in Figure 5.4.3 and Figure 5.4.4. 






Figure 5.4.4 Output responses of boiler and heat exchanger (optimal control strategy) 
 
Simulation results presented in Figure 5.4.4 reflect continuous change in boiler and heat 
exchanger temperature which track the optimal set-points smoothly. 
5.5 Energy consumption 
System-based and control-based energy simulations were conducted. For the purpose of 
simulation, two different days: a cold day (temperature range -15 o C to -5 o C) and a mild 
day (temperature range -5 o C to 5 o C) were used. Comparison of the energy 
consumption between all boiler system and hybrid hydronic system were made. 
As shown in Table 5.5.1, the implementation of the ground source heat pump system can 
contribute to 55.4% and 70% of boiler energy savings for the cold day and mild day, as 
compared with the conventional all boiler system.  
Energy simulation of hybrid hydronic system was conducted under three different control 
strategies and the simulations results are presented in Table 5.5.2. It can be noted from 




respectively for the reset control and the optimal control were obtained compared to the 
base case. Under the mild day conditions (-15 o C to -5 o C), the heating load demands are 
lower, and as such more energy saving (19.9% and 22%) were realized by using the reset 
and optimal control strategies.  
The simulation results show that the outside air temperature reset control strategy is an 
efficient and simple strategy to achieve energy savings. As the supply water temperatures 
are regulated according to the outside air temperature, less pipe heat losses occur and 
higher boiler operational efficiency can be achieved. Although the optimal control 
strategy results in higher energy savings, it is relatively more difficult to implement in 
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Table 5.1 Energy comparison of different operating methods (system based) under high 
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Energy saving NA 4.5% 6.6% 
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Energy saving NA 19.9% 22% 
Table 5.2 Energy comparison of different operating methods (control based) under high 
heating low demand and low heating load demand conditions 
 
5.6 Summary 
The transient responses and energy simulations for all three control strategies were 
conducted. With properly selected hot water supply set-point temperatures and 
well-tuned PI controllers, both the residential and commercial zones can be maintained at 




to higher pipe heat losses and low boiler efficiency at partial load conditions. To this end, 
an outside air temperature reset strategy was implemented. The supply water 
temperatures to the zones were regulated according to the outside air temperatures. As 
such, continual adjustment of heat delivery to the zone was achieved to match the zone 
heat losses. Moreover, less flow rate fluctuations at the zone level were observed for the 
reset control. This more stable circulation can ensure that the heat delivered to different 
parts is even and the potential localized heat sinks can be avoided. Furthermore, a 
multi-variable constraint optimization technique for energy optimized operation was 
applied to determine the steady state optimal set-point temperature. In this case, the 
operational interactions among control loops were taken into consideration. Instead of 
using same supply water temperature for heat pump and the heat exchanger, a unique 
temperature profile for the heat pump was determined and used. These measures resulted 





Chapter 6 Conclusions, Contributions and Recommendations 
for Future Research 
6.1 Conclusions and contributions 
The development of the dynamic model, the design and simulations of the control 
strategies and the model-based energy analysis for the hybrid source hydronic heating 
system have been presented in this study. The conclusions and contributions are stated in 
the following sections: design and dynamic modeling of the overall HWH system, energy 
simulations under different operating conditions, and the study of control strategies for 
the optimized system performance.  
6.1.1 Dynamic modeling of the hybrid source hydronic heating system 
Dynamic models for each component were first developed and integrated, including the 
boiler, heat exchanger, ground loop heat pump, ground loop heat exchanger, baseboard 
heaters, and radiant floor heating pipes. The hybrid hydronic heating system model was 
used to analyze and simulate the system responses, in terms of the influences of building 
heating load, zone air temperature variation, circulating water flow rate, as well as other 
disturbances. 
It was found that zone and boiler temperature responses are faster compared to the heat 




ground loop. For the daily temperature responses of the boiler and zone, the direct effect 
of the ground loop thermal capacity is less considerable. 
6.1.2 Adaptive control of hybrid hydronic system 
A conventional fixed gain PI control and an adaptive gain PI control were presented and 
the simulation results for both controls were investigated. A well-tuned PI controller was 
found to give good temperature control. However, the dynamic characteristics of RFH 
system change significantly during operation. The system nonlinearities cause unstable 
oscillatory behavior in zone temperature, especially during the low load conditions. A 
fixed set of control gains were shown to be not efficient to handle the multiple time 
varying processes during the system operation. To this end, an adaptive gain strategy was 
designed. It was shown that the adaptive control strategy gives good temperature control 
under variable load conditions compared to the conventional fixed gain control. The 
responses were smooth and control was stable. 
6.1.3 Energy comparison under three different control strategies 
Energy simulations of the system under different control strategies were conducted. The 
fixed set-point strategy was found to contribute to higher energy consumption due to 
higher pipe heat losses. The reset control strategy, on the other hand, was found to be 
effective in reducing system energy consumption. The supply water temperature was 




just sufficient to compensate for the zone heat losses. By this way, the boiler energy was 
saved by 5% (cold winter day) and 20% (mild winter day), respectively, compared to the 
fixed set-point control strategy. The optimal set-point control strategy resulted in the 
highest energy saving of 7% (cold winter day) and 22% (mild winter day), respectively. 
In this case, the interactions and tradeoff under different operating conditions between 
sources are considered and modeled by a multi-variable constraint objective function 
optimization technique.  
It was also found that the ground loop heat pump system contributes between 50 to 70% 
of energy to the residential RFH system compared to the all boiler system. 
6.2 Recommendations for future research 
1) Solar radiation incident on the radiant floor surface plays an important role for both 
the energy and control analysis. Solar energy absorption by the thermal mass of a 
floor heating system may contribute to a considerable reduction in energy 
consumption. However, proper predictive control strategy should also be 
implemented to anticipate the thermal lag effect.    
2) Dynamic optimal control instead of steady-state optimal control should be studied 
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Appendix-A Design parameters of Hybrid Hydronic Heating System  









o C] Commercial zone air 




o C] Residential zone air 
temperature at design 
condition 
22 
Qhc [W] Total heating load of 
commercial zone 
14224  
Qhcz1 [W] Heating load of 
commercial zone 1 
5715.6 
Qhcz2 [W] Heating load of 
commercial zone 2 
2973.7 
Qhcz3 [W] Heating load of 
commercial zone 3 
3243.5 
Qhcz4 [W] Heating load of 
commercial zone 4 
2291.6 
Qhr [W] Total heating load of 
residential zone 
12788 
Qhrz1a [W] Heating load of residential 
zone 1a 
748.4 
Qhrz1b [W] Heating load of residential 
zone 1b 
1053.3 
Qhrz1c [W] Heating load of residential 
zone 1c 
452.6 
Qhrz1d [W] Heating load of residential 
zone 1d 
942.6 
Boiler selection   









o C] Residential zone design 
supply water temperature 
45 
Trred [
o C] Residential zone design 
return water temperature 
35 
di,r [m] Inner diameter of the tube 0.0087 
do,r [m] Outer diameter of the tube 0.0127 
St [m] Interval between tubes Varies for each zone 
tp [m] Thickness of the floor slab 
concrete layer 
0.0381 
tc [m] Thickness of the floor slab 
covering layer 
0.009525 
L [m] Radiant floor pipe length 
for each control segment 





o C] Commercial zone design 
supply water temperature 
85 
Tcred [
o C] Commercial zone design 
return water temperature 
65 
n Factor identified based on 




Thermal conductance of 
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N1 Number of bores in each 
series circuit 
2 
N2 Number of parallel circuit 2 
di,g [m] Inner diameter of the tube 0.0262 
do,g [m] Outer diameter of the tube 0.032 
z  [m] Distance between vertical 
nodes 
2/13.7 
z1 [m] Distance between vertical 
nodes, z<10 m 
2 




s [m] Shank space between two 
tubes 
0.06 
Lbore [m] Center to center distance 
between two boreholes 
6 
Dbore [m] Borehole diameter 0.13 








 Refrigeration type R410a 







o C] Heat exchanger primary 




o C] Heat exchanger primary 
side design return water 
temperature 
75 


















2o C)] Heat transfer coefficient of 
heat exchanger  
3000 
Aex [m


















Appendix-B Premium Hydronic System H Series HS Specification Catalogue  


















































































































































































































































































































































































































































































































































































































































































































































































































































































Operation not recommended 
LLT 
 °F  
Load Flow-3 GPM 
 HC 
MBTUH Power  kW  HE MBTUH COP LST  °F  LLT  °F   HC MBTUH 
Load Flow-4 GPM 
Power 
 kW  HE MBTUH COP LST  °F  LLT  °F   HC MBTUH 
Load Flow-5 GPM 
Power 
 kW  HE MBTUH COP LST  °F  




































































































































































































































































































































































































































































































































































































































































































































































































































































































































Operation not recommended 
LLT 
 °F  
Load Flow-4 GPM 
 HC 
MBTUH Power  kW  HE MBTUH COP LST  °F  LLT  °F  
Load Flow-5 .5 GPM 
 HC 
MBTUH Power  kW  HE MBTUH COP LST  °F  LLT  °F   HC MBTUH 
Load Flow-7 GPM 
Power 
 kW  HE MBTUH COP LST  °F  


















































































































































































































































































































































































































































































































































































































































































































































































































































































































































Operation not recommended 
LLT 
 °F  
Load Flow-5 GPM 
 HC 
MBTUH Power  kW  HE MBTUH COP LST  °F  LLT  °F  
Load Flow-7 .5 GPM 
 HC 
MBTUH Power  kW  HE MBTUH COP LST  °F  LLT  °F   HC MBTUH 
Load Flow-10 GPM 
Power 
 kW  HE MBTUH COP LST  °F  



































































Operation not recommended 
























































































































































































































































































































































































































































































































































































































































































































































































































































































































































































Operation not recommended 
LLT 
 °F  
Load Flow-8 GPM 
 HC 
MBTUH Power  kW  HE MBTUH COP LST  °F  LLT  °F  
Load Flow-11 .5 GPM 
 HC 
MBTUH Power  kW  HE MBTUH COP LST  °F  LLT  °F   HC MBTUH 
Load Flow-15 GPM 
Power 
 kW  HE MBTUH COP LST  °F  
Operation not recommended 
Operation not recommended 




































































































































































































































































































































































































































































































































































































































































































































































































































































































Operation not recommended 
LLT 
 °F  
Load Flow-9 GPM 
 HC 
MBTUH Power  kW  HE MBTUH COP LST  °F  LLT  °F  
Load Flow-13 .5 GPM 
 HC 
MBTUH Power  kW  HE MBTUH COP LST  °F  LLT  °F   HC MBTUH 
Load Flow-18 GPM 
Power 
 kW  HE MBTUH COP LST  °F  



































































Operation not recommended 




































































































































































































































































































































































































































































































































































































































































































































































































































































































Operation not recommended 
LLT 
 °F  
Load Flow-10 GPM 
 HC 
MBTUH Power  kW  HE MBTUH COP LST  °F  LLT  °F  
Load Flow-14 .5 GPM 
 HC 
MBTUH Power  kW  HE MBTUH COP LST  °F  LLT  °F   HC MBTUH 
Load Flow-19 GPM 
Power 
 kW  HE MBTUH COP LST  °F  



































































Operation not recommended 
Operation not recommended 
 
96 
 
 
97 
 
 
